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NOTE:

1. ALL HYDRANT CONNECTIONS MUST BE FIELD INSPECTED, BY
A CITY INSPECTOR, PRIOR TO BACKFILLING.

2. ALL PIPE BETWEEN TEE AND FIRE HYDRANT SHALL BE
DUCTILE IRON CLASS 350. VALVE SHALL BE RODDED TO
SERVICE TEE. VALVE AND HYDRANT SHALL HAVE
MEGALUGS OR APPROVED EQUAL.
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